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CONSTRUCTION NOTES:
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WATER METER (SIZE VARIES)
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MAT ERIALS
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2. INSTALL CORPORATION STOP IN OPEN POSITION. @ ggggﬁ Z-T%:P OBIII";_OL%_E SERVICE JﬁgELSLER é'ggzL
3. THE_WATER SERVICE SHALL EXTEND PERPENDICULAR TQO THE CENTERLINE
OF THE STREET FROM THE WATERMAIN TO THE ANGLE STOP. @ g AL?R%/%E f'gRi 0@?’75-!0,4 VALVE ;%NEELTE 2 EZZ-ZESG
4. METER BOXES SHALL BE SET 2' FROM THE BACK OF CURB. @ 2 YPURPLE* PEX TUBING MUNICIPEX SDRY (CTS)
5. EACH METER SHALL HAVE A CUSTOMER SHUT OFF VALVE. > ANGLE METER VALVE JONES Jr—
6. METER BOX AND LID SHALL BE FURNISHED BY CONTRACTOR. @ CTS X METER FLG MUELLER EQUAL
7. INSTALL APPROPRIATE REDUCER FOR 15" METER SERVICE. (5) wMeTER BOX J&R *68 CONCRETE
8. INSTALL */2 GAUGE TRACER WIRE ALONG WITH ALL PEX TUBING. @ METER LD DFW DFWPWEC-4 (PURPLE MARKED RWD)
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